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Installation & Safety NotesWiring Diagram

➔ EpiSensor equipment should be installed, operated, serviced and 
maintained only by qualified personnel. EpiSensor does not 
assume any responsibility for any consequences arising out of 
the use of this equipment. 

➔ Do not drop or impact this device.

➔ Avoid extreme temperatures.

➔ If the product appears to be damaged or shows other 
undesirable phenomena, stop using the product immediately and 
contact EpiSensor.

➔ The battery included is not rechargeable. 

➔ This product contains a lithium thionyl chloride battery and 
electronic circuitry. It should be recycled according to local 
regulations. 

➔ For instructions on replacing the battery in this product, please 
contact EpiSensor support (email support@episensor.com or 
call +353 61 512 500)

CONTAINS LITHIUM METAL 
BATTERY

For more information, call +353 61 512 500

Pulse Inputs
(pulse input cables not 

supplied)

Note: ZPC-10 
range will have one 
pulse input, ZPC-12 
will have two

Keyhole 
Spacing:
122mm
(4.8 inches)


